NOTES:

1. Unless approved by the County Public Works Department, no new Type A inlets are to be constructed. Type G inlets, Standard Plan CD27, are to be used. This plan is maintained for reference for repairs of existing Type A inlets.

2. For Inlet General Notes and Details, see Standard Plan CD35. Construction joints are optional where shown, other locations are subject to the approval of the Public Works Department.

3. Key dimensions—7/8" x 3".

4. When dimension "A" exceeds 6'-0", use a manhole base with Type "A" inlet top.

5. If edge drains are specified by Public Works Department or shown on the plans, see Standard Plan CD08 for edge drain (ED) details.

6. See Standard Plan CD35 for weep hole details unless edge drain is shown on plans or as specified by Public Works Department. For edge drain details, see Standard Plan CD08.